TOP OF SIDEWALK

* 2" P.V.C. CONDUIT (24" DEEP) RUN

NOT TO SCALE

REVISIONS * ENTIRE LENGTH OF NEW SIDEWALK TO UNDERGROUND SERVICE.

DATE

DESCRIPTION * FIELD VERIFY LOCATION OF BASES

12,/08,/98

ASHEVILLE

CITY OF ASHEVILLE, N.C.
ENGINEERING DEPARTMENT

LAMP POST BASE

STD. No.

3.24




